
Climatic and Geographic Design Criteria 
 Lancaster County 

 
For municipalities located in Lancaster County and administered by Light-Heigel & 
Associates, Inc., new construction and alterations must adhere to the following climatic 
and geographic design criteria: 
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(1) Set by local jurisdiction. 
 
Note: Use Soil Load-bearing value of 1,500 psf for footing design unless a formal Geo-
Technical Report indicates otherwise. 


